Recommended Interior Light Levels in Schools

Application Footcandles

Administrative Offices 50
Auditorium

Assembly 10

Social activities 5

Reading 30-50
Bathrooms

Grooming 30

Lavatory 15
Cafeteria

Dining area 30

Kitchen 50
Classrooms 50
Computer Lab

Keyboards 30

Monitors 3

Reading printed material 50
Drafting Room 75
Gymnasium

General exercising and recreation 30

Basketball 75
Hallway 30
Library

Stack, audiovisual, checkout areas 30

Open study areas 50
Shop Areas 30-50

Sources: llluminating Engineering Society Lighting Handbook and industry practices
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